CHESTERFIELD COUNTY
DEPARTMENT OF BUILDING INSPECTION

1/2" SHEETROCK

COMMON WALLS & CEILING

2 X 6 TREARTED

18" ANCHOR BOLT m 72" O.C.
12" OFF CORNER

4" 3500 PSI AIR ENTRQINED
CONCRETE

B X B WWM
(6 MIL POLY IF ATTARCHED)

4" GRANULAR FILL
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FILL DEPTHS SHALL NOT EXCEED
24" FOR CLEAN SAND OR GRAVEL
AND 8" FOR EARTH.
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COMPOSITE WALL GARAGE

WALL SECTION

NOT TO SCALE
DETAIL BVG
BY SD & D DESIGNS

172" INSULATED SHEATHING

STRUCTURAL SHEATHING OR
CORNER BRACING REQUIRED

SIDING PER SPECS

2 X __®8 __"0C

IF 2 X 4 DO NOT EXCEED 10-0" TALL
IF 2 X 6 DO NOT EXCEED 12-0" TALL

2 X CONTINIOUS PLATE

LADDER OR BOX REINFORCING
AS REQUIRED

4" BRICK

4" BLOCK

SOLID FILL TOP COURSE
GRADE SLOPES WQY FROM
WALL (6 IN. IN 10F

8" C.M.U.
SOLID FILL TOP COURSE

8" x 16" 2500 PS.I.
CONCRETE (MIN)

SEE ENGINEEES SOIL REPORT
IF REQUIR

(2) PCS 1/2" REB
(NOT REQUIRED IF DETQCHEDJ

DETAIL DATE 3/16/2000

APPROVED
APPROVED AS NOTED
NOT NEEDED




